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230V AC
  50Hz

Wall hanging 
stove

General description of the thermostat
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The days of 
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Time

Timed manual 
control  indication

Set temperature

Programme number
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Dead battery

Manual control 
indicator

Sign of boiler
  in operation
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1.Location of the device
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• Pressing the lock on the
    upper side of the hous-
    ing of the thermostat, re-
    move the back cover of the
    thermostat as shown in the
    gure below.
•  With the help of the screws
    provided and some tools fas-
    ten the rear panel of the de-
    vice to the wall.
•  Using a small screwdriver,
    remove the cover of the ter-
    minal block from the inner
    side of the rear panel.

Vertical angle:
30 - 45°

Latch

2. Installation
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ATTENTION ! The device must be installed and connected by a
qualied professional. Always follow the manufacturer’s instructions
when connecting the thermostat to any heating or cooling appliance.
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well as adjusted and measured 
temperatures .

3.Putting the thermostat into operation,basic 
    settings
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     After the batteries have been inserted,the LCD displays fully 
for two seconds, the thermostat goes to the main screen and 
the setting process can be  started . After inserting the batteries , 
snap the front panel of the  device into the rear panel mounted on 
the wall.

    Using the dial  on the front panel of the device, set the serial 
number of the current day (Monday 1; Tuesday 2;Wednesday 
3, etc.).
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Press the “DAY” button again. At this time the number indicating 
the day  stops ashing and becomes visible continuously while the 
numbers  indicating the hour will ash on the display. Using the
dial on the front panel of the device, set the hour

indicate the hour stop ashing and become visible numbers

continuously, while the numbers indicating the minute will begin

15

ashing. Using the dial  on the  front  panel  of  the

 that
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dial
using 

1

where plate radiators 
are installed) with low thermal inertia, while the +0/-0.2°C 

switching sensitivity (the display shows symbol “ S:2 ”for this 

setting) is recommended to control heating systems with high  
thermal inertia (e.g. underoor heating).
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3.4 Activation of the pump protection function
Under the factory default settings, the pump protection function
is inactive. It can be activated or switched off by pressing “DAY”,
“PROG” and using  the dial  one after the other, after
going back to the main screen by pressing the “SET” button. 
Setting “ HP:OFF ” (switched-off) or “ HP:ON ” (activated) is 

acknowledged  by pressing the “SET” button. (After 
approximately 15 seconds settings are automatically 
acknowledged and the device goes back  to the main screen). 

To  prevent  the  pump  from  sticking, the  activated  pump
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protection function switches on the boiler for a one minute period 
at 12:00 p.m. every day wintertime the heating season . (The pump
protection function can accomplish its task only if the boiler is in
working order in the wintertime , too. It is reasonable to set a low
temperature level on the thermostat for this period, e.g. +10°C, to
prevent the boiler from unnecessary start-ups when the weather
turns cold temporarily).

Programming  means  the  setting of switching times and selection 
of  accompanying temperature levels. The device can be 
programmed for a one-week period. Its operation is automatic, and 
it will cyclically repeat the  programs that have been keyed in. Six 
separate switching times can be  selected at your discretion for 
each day of the week, and a separate  temperature can be set for 
each switching time. The temperature set for a  given switch will 
remain valid until the time of the next switch. Accordingly, the
thermostat will keep the temperature set for switching time P1 until

4. Programming the thermostat
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switching time P2 is reached. After switching time P2 the
temperature selected to switch P2 will be valid.
      Note! The software of the thermostat will only enable increasing
consecutive times to be set, in accordance with the serial number 
(P1; P2; etc.) of the switches.
     With factory default settings the device will perform the following
switches    each day of the week:

P1    7:00       20°C
P2    9:00      17°C
P3    12:30    20°C
P4    15:00    19°C
P5    17:30    22°C
P6    23:00    17°C

The following diagram
shows the temperature
pattern according to
factory default settings for
24 hours a day.

Time
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The temperature pattern, of course, can be freely modied so 
that a  temperature curve is available for each day of the week to 
meet  your  needs in the best possible way.

4.1 Programming steps:

•  Press the “SET” button to go back to the main screen.
•   Press the “SET” button again and hold it down and press the
    “PROG” button, too. At this pointthedevice getsinto 
    programming  mode and the numbers indicating the days of the 
    week (MON TUE WED THU FRI SAT SUN) are ashing on the display.

Select the day to be programmed or all days of the week by
     the dial on the front panel  of the device. If you wish to rotating
   write the same  program  for  each day of the week, it is 
   reasonable to choose all  days of the  week (MON TUE WED THU 

   FRI SAT SUN) simultaneously, this way there is  no need to 
   perform separate programming of the days. 
   If you wish to write a different program for each day, 

• 



programming should be performed separately for each day of the 
week, selecting the days one by one. (If there are days for which 
you intend to create the same program, it is sufcient to create 
the program only once, because it can easily be applied to any 
other day with the help of the “COPY” button as described in 
Section 4.2).

• Press the “PROG” button again. At that point the next
    programming step should be done, i.e. the starting time of switch
    P1 should be set, which is indicated on the display of the device
    by ashing the time value to be set.
•   Set the starting time of switch P1 by rotating the dial  on the 
    front panel of the  device. (The time  can be set at 10-minute 
    intervals).
•   Press the “PROG” button again. At this point the next
    programming step should be performed, i.e. the temperature of
    switch P1 should be set, which is indicated on the display of the
    device by ashing the temperature value to be set.
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• Set the temperature level of switch P1 by rotating the dial  on 
    the front panel of the device. (The temperature can be set in 
    0.5°C increments).

• Press the “PROG” button again. At this point the next
    programming step should be performed, i.e. the starting time of
    switch P2 should be set. As in the previous steps, the time value
    to be set will ash on the display.

If you do not need all the six switches every day, then you can
omit the switch adjustment by pressing the “DAY” button while
the temperature or time of the unnecessary switch is being set.
The display shows this process by means of lines (- - - -), which
appear on the time and temperature segments. The omitted
switch can be restored or activated at any time by repeating the
steps described above. (ATTENTION! After reactivating a switch
that has been omitted before, inspect and correct, if required,
the device so that the times of switches are consecutive, in
accordance with the serial numbers of the switches!)

•
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After you have set allvalues, press the “SET” button to 
acknowledge set values and to go back to the main screen. (After 
approximately 60 seconds the set values will be automatically 
acknowledged and the device will go back to the main screen).

4.2 Copying a program with the help of the “COPY” 
       button

•

•

•

•

• Press the “SET” button to go back to the main screen.
•  Press the “COPY” button for approximately 3 seconds to activate
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Set values can be freely modied at any time by repeating the
programming steps.

Similarly to the previous steps, with the help of “PROG” button 
and  using the dial   perform settings until the time and  
temperature  of switch  P6 is set.

After the temperature of switch P6 has been set, by repeated
pressing of the “PROG” button the set values can be inspected 
and data can be modied by repeating the steps described above.



the “COPY” function. The notice “ COPY ” appearing in place of

the hour characters and the ashing serial number 1 indicating
Monday shows that conditions are ready for copying a program.
Select the day (e.g. 2) whose program you wish to copy to another
day or other days by rotating the dial on the front panel of the 
device.
Press the “COPY” button to copy the program of the selected
day. After copying has been nished, the ashing of the number
indicating the day that has been copied stops and will become
visible continuously, while the notice “ COPY ” can also be seen.

Select the day (e.g. 3) to which you wish to copy the program
of the day copied beforehand (e.g. 2) by rotating, the dial  on the 
front panel of the device. After selecting the number that 
indicates the day, press the“COPY” button to copy the program 
to the selected day.
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•

•

•
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Following this, by rotating the dial on the front panel of the 
device, you can  choose further days of the week and can copy 
the program of the  day selected beforehand (e.g. 2) by pressing 
the “COPY” button to  these days too.

After you have nished copying the program,press the“SET” 
button to go back to the main screen. (After approximately 15 
seconds program copying that has been nished will be 
automatically acknowledged and the device will go back to the 
main screen).

•

•

•

After going back to the main screen by pressing the “SET” button,
the program of another day(s) can be freely copied by repeating
the above steps.



(days), the symbol of switch P1 and the time and temperature
level set for switch P1 will appear on the display. (None of the
values is ashing). Repeatedly press the “PROG” button to 
check the switching values of P2, P3, etc.

The switching values set for various days can be displayed by

using dial and the “PROG” button.

After checking the program, you can go back to the main screen

by pressing the “SET” button. (After approximately 15 seconds,

the device will automatically go back to the main screen).

• 

• 
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4.3 Program inspection

Press the “PROG” button. The serial number indicating the day



5.1 Temperature modication until the next program 
      switch
Set the required temperature by rotating the dial on the front 
panel of the device. The device will control the boiler according 
to the set value until the time of the next  switch specied in the 
program is reached. The          icon appears on the  display, 
indicating that the thermostat is operated  with  manual  control.

The segments indicating the hour on the display alternately show
the exact time and the time remaining in manual control 

(e.g:TIME LEFT 1:02 that is, 1 hour 2 minutes).

-23-



   After this time has elapsed, the          icon disappears and the 
device  returns to the program that has been set. If you wish to 
return to  the set  program before the time of the next switch is 
reached, please press the “SET” button.

5.2 Temperature modication for 1-99 hours (party 
      program)
Set the required temperature by rotating the dial on the front 
panel of the device, and then press the “DAY” button. On the 
display the        icon appears, along with number 1, which 
indicates the duration of modication  (in hours) instead of the 
number that indicates the programs (e.g. P3). Adjust  this time to 
the desired length (between 1 and 99) by  repeatedly  using the 
dial. Following this, the device will keep the  modied 
temperature (e.g. 24°C) for a period  of time that  has been
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set (e.g. for 3 hours) then the         icon disappears after the set 
time  has elapsed, and the device will continue to work according 
to the  program that has been set. Press the “SET” button before 
the time set  for temperature modication has expired to interrupt 
the temperature  modication and return the device to operating 
according the program.

5.3 Temperature modication for 1-99 days (holiday 
      program)
  Set the required temperature by rotating the dial on the front 
panel of the device. The  manual control is indicated by the
icon. Press the “HOLD”  button  and keep it depressed for at least 
2 seconds. On the  display the          icon appears, along with 1d 
that is the  number  of days in place of  the hour. The ashing 
number  1  indicates that  the number of days  involved in 
temperature modication can  be set.

        Using the dial  set the number of days required (e.g.10). 
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The display will show alternately the exact time
and the number of days remaining in manual control. The        icon
disappears after the set time has expired, and the device will 
continue  toworkaccording to the program that hasbeen set.
Pressing the “SET” button before the time set for temperature 
modication has expired, the temperature modication will be 
interrupted and the device will  return to operate according the 
program.

5.4 Temperature modication until the next manual 
interference

Set the required temperature by rotating the dial on the front panel 
of the device. The manual control is indicated by the          icon. 
Press the “HOLD” button. In addition to displaying the temperature, 
the “HOLD” icon appears while  the          icon disappears. The set 
temperature value can be arbitrarily  changed using the dial  at any 
time without  discontinuing manual control.
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Pressing  the“SET” button  stops  temperature  modication  
and the device will return to operate according the program.

When you press the ”LIGHT” button, the background light of the 
display  will turn on for 15 seconds. When you press another 
button while the  display is illuminated, the background light will 
turn off only after 15 seconds have elapsed since the last  button 
had been pushed.
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6.Turning on the background light

When you hold down the "LIGHT"button for 5 seconds , the LCD 
will display "L:ON" , That's background light will on for 15 seconds 
while press any key; when you hold down the "LIGHT"button for 
5 seconds again , the LCD will display"L:OFF",that's background 
light will on for 15 seconds while press"LIGHT"button only.
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Press and hold down the"SET" key, then press the "COPY" key to 
enter mode selection, select heating or cooling by rotating the dial 
on the front panel of the device, and press the "SET" key to conrm.

7. Select heating mode or cooling mode

8. Calibration of indoor temperature
Hold down the "DAY" button and then press the "HOLD" button to 
display CAL 0.0. Select the value to be calibrated by rotating the 
dial on the front panel of  the device. 

9.Lock button function
Press "SET" + "LIGHT" for 5 seconds and turn the knob to select 
FU or PA.
FU: Lock all buttons and knobs
PA: locks all buttons and the knob works
Lock/Unlock button: Press and hold the "SET" button for 5 
seconds.
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2. Holds down the "SET+DAY" button for 10 seconds 
    and the receiver's green light  stops ashing when a signal is 
    received. Then the thermostat pair and transmitter can  control 
    ON/OFF to the receiver now. 

1. Under the AUTO running mode, press M/A on the receiver for 10 
    second to enter this mode, the green light will be ashing.

11. Learn code

1.Manual mode: Press MANUAL once, the green light will be on 
   (Manual mode), press M/A can control the Relay ON/OFF
   (ON: red lights on, OFF: red lights off).
2.AUTO mode: Press MANUAL again, the green light will be off 
    (Auto mode), the ON/OFF will be controlled by the transmitter.

10. Receiver Operation (By press MANUAL to switch 
     the receiver operation mode)
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When the receiver  unit fails to receive signals sent by the 
thermostat, then the receiver unit is outside the  transmission 
distance of the wireless (radio-frequency) transmitter, thus they 
have to be placed  closer to each other.

With the help of the "TEST" button you can check whether the 
two units are within the  transmission distance of the 
radiofrequency connection. To perform the test, press the“TEST"
button for approximately 2 seconds. Following this, the 
thermostat will send, alternating every 5 seconds, switch- on and 
switch-off control signals to the receiver for 2 minutes (the signal
appears and disappears alternately on the display). When 
detecting the ON and OFF control  signals, the red LED light on 
the receiver unit switches on and off, respectively. 

12. Transmission distance inspection
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should be set again after the batteries have been replaced, but 
the  device saves the program that has been loaded even 
without batteries therefore there is no need to reprogram them. 

The average lifetime of the batteries is 1 year, but frequent
use of the background light may shorten this time considerably. If
the       icon indicating low supply voltage appears on the display,
the batteries should be replaced (see Section 2). The exact time

 
Press and hold down the "SET" button on the thermostat, and 
reset batteries, release the "SET" button when the display is 
normal.  Factory Settings have been restored.

14.Restore factory setting

13. Changing the battery



O: OFF
When there is no need to use the thermostat for some seasons, 
the users can just trun OFF (by the left side of the receiver)  
the power of the receiver and does not need to move off the 
front case;

|: ON
The receiver is normal operating.

15. ON/OFF button on the receiver
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TECHNICAL DATA

-33-

4
40

132.5





RoHS Directive 2011/65/EU

 Radio Equipment Directive 2014/53/EU

This type thermostat complies with the requirements of EU
standards.
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